
OMRONE3K

L. TERMTNALS 7+8 (RIGHT-HAND LOOKING AT BACK)
CONNECT POWER (24-240 VAC/DC)

2. TERMINALS 1+2 (LEFT-HAND LOOKING AT BACg
CONNECT TO COMMON & NORMALLY OPEN
COI{TACTS

3. LIGHT ON/DARKON SWITCH (UPPERNGHT
coRNER)
SWITCH TO DARK ON. NOTE: SWITCI{ING TO
LIGHT ONWILL GIVE YOUANORMALLY
CLOSED COIITACT.

4. ADJUST SENSITIVITY SWITCH (UPPERLEFT-
HAND CORNER) TO MAXIMUM.


